H-K Building #: 01

ASBESTOS ASSESSMENT SURVEY

Building Number: 01

Project Number: 0980193E Building Name: CORPORATE OFFICES
Project: G. HEILEMAN BREWERY “E" SEATTLE, WASHINGTON
Date Inspected: 03/23/89 ’ Building Type: OFFICES
Inspector: CURT BAXTER Year Constructed: 1935
bbb bbbl il AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 48% bbb AL L LU
SAMPLE . O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POY PL| COSTS COSTS COSTS
bran menager's office-southwest closet 00-356110 55X |pipe covering OMA 10 ft. 4 in. 0.D. LPS/R 23 111 $89 $56 $145
men's restroom-west wall-at floor 00-356110 55X |pipe coyering OMA 12 ft. 4 in. 0.D. LPS/R 23 11l $107 $67 $174
women's restroom-south watl-at floor 00-356110 55X |pipe covering OMA 4 ft. & in. 0.0. LPS/R 23 111 $36 $22 $58
storage room-above safe ' 00-356114 40X [corrugated pipe covering OMA 22 ft. 4 in. 0.D. DW 23 111 $196 $123 3319
men's restroom-west wall-at floor 01-356111 50X {mjp on pipe covering OMA 6 4 in. 0.0. LPS/R 23 111 $169 $94- $263
utflity closet-southwest corner of room 01-356111 50X |mjp on pipe covering OMA 4 4 in. 0.0. LPS/R 23 I11 $112 $62 $174
01-356112  60% : 23 111
01-356113 50X 23 111 ’
storage room-above safe 02-356115 30X |mjp on corrugated pipe cover OMA 54 in. 0.D. Y] 23 111 $140 $78 $218
02-356116  30% 23 111
02-356117  25% 23 111
l AREA COMMENTS LAREA # 01 TOTAL $849 $502 31,351'
The materials are in good condition with minor contact and water damage. The materials are approximately
10' from the floor. At a minimum, it is recommended that the materials be maintained and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a high traffic area.
WRERER R AAN AREA )_JUHBER: 02 AREA DESCRIPTION: 1st Floor-Ceiling AREA AVERAGE X ASBESTOS: 0% ARERARRANRARW
. SAMPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID  POT PL; COSTS. COSTS COsSTS
throughout-marketing office 03-356118 0% (acoustical tile OMG 224 sq.ft.
03-356119 0%
03-356120 0%
throughout-marketing office 04-356121 0% lacoustical tile OMG 168 sq.ft.
' 04-356122 0%
04-356123 0%
* AREA COMMENTS J AREA # 02 TOTAL 50 $0 so]
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H-K Building #: 01
Project Number: 0980193€

Project: G. HEILEMAN BREWERY ME"

ASBESTOS ASSES>r

JURVEY

Building Number: 01
Buildi_ng Name:

CORPORATE OFFICES
SEATTLE, WASHINGTON

Date Inspected: 03/23/89 Building Type: OFFICES
Inspector: CURT BAXTER Year Constructed: 1935
l LA bbbl AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 56% WRARNRWARARAD I
SAMPLE O&M X UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS CosTs COSTS
ladies' room-southeast corner 00-356125 55% |pipe covering OMA 8 ft. 4 in. 0.D. LPS/R 37 |11 $7 $45 $116
mafl room-northwest corner 00-356125 55% |pipe covering OMA 8 ft. 4 in. 0.D. LPS/R 37 1l $71 $45 $116
secretaries!' office-northeast corner 00-356125 55X (pipe covering OMA 8 ft. 4 in. 0.D. LPS/R 37 II! 71 $45 $116
mail room-northwest corner 05-356126 60X |mjp on pipe covering OMA 1 4 in. 0.D. LPS/R 37 111 $28 $16 $44
secretaries' office-northeast corner 05-356126 60X [mjp on pipe covering OMA 14 in. 0.D. LPS/R 37 111 $28 $16 $44
05-356127 60X ‘ 37 111
05-356128 50X 37 111
l SREA COMMENTS [AREA #03 TOTAL $269 $167 sasZ]
The materials ere in good condition With minor contact and water damage. The materials are approximately 1°
to 8' from the floor. At a minimum, {t {s recommended that the materials be maintained and monitored. 1If
removal {s planned, gross removal procedures are recommended. This appeasrs to be a high traffic area.
l BRAkattdhk AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor-Above Ceiling AREA AVERAGE X ASBESTOS: 56% bbbl bbbl il 1
SAMPLE O&N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE I0 POT PL{ COSTS COSTS COSTS
north wall-at rafters 00-356125 55X |pipe covering OMA 25 ft. 4 in. 0.D. LPS/R 23 111 $223 $139 $362
south wall-at rafters 00-356125 55X {pipe covering OMA 66 ft. & in. 0.D. LPS/R 23 111 $589 $368 $957
west wall-at rafters 00-356125 55X |pipe covering OMA 88 ft. 4 in. 0.0, LPS/R 23 111 $785 $491 $1,276
north walt-at rafters 05-356126 60X {mjp on pipe covering OMA 2 4 in. 0.D. °  LPS/R 23 111 $56 $31 $87
south wall-at rafters 05-356126 60X |mjp on pipe covering OMA 8 4 in. 0.D. LPS/R 23 111 $225 $125 $350
west well-at rafters 05-356126 60% [mjp on pipe covering OMA 4 &4 in. 0.D. LPS/R 23 111 $112 $62 $174
05-356127  60% 23 111
05-356128 50% 23 111
AREA COMMENTS ] AREA # 04 TOTAL $1,90  $1,216 53,206]
The materials are in good condition with minor contact and water damage. The materials are from cefling
level to 2' above the plaster ceiling, At a minimum, it is recommended that the materials be repaired and
monftored. 1f removal is planned, glove bag removal procedures are recommended. This appears to be a low
traffic area. ’
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v ’ ASBESTOS ASSESSM. SURVEY.

H-K Building #: 01 ' Building Number: 0%
Project Humber: 0980193E guilding Name: CORPORATE OFFICES
Project: G. HEILEMAN BREWERY “E" SEATTLE, WASHINGTON .
Date Inspected: 03/23/89 Building Type: OFFICES
Inspector: CURT BAXTER : Year Constructed: 1935
[ f"‘"“’"'"'" AREA NUMBER: 05 AREA DESCRIPTION: 2nd Floor-Above Ceiling AREA AVERAGE X ASBESTOS: 55X bbbt bt bl J
- SAMPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE  QUANTITY MEASURE ID POT PL| COSTS COsTS COSTS
northwest corner of building 06-356129 50% {debris OMF 15 sq.ft. 88 1 $100 $0 $100
. ‘ 06-356130 60X |- 88 1 ]
06-356131  55% 88 1
r AREA COMMENTS ) AREA # 05 TOTAL $100 30 S100|
The debris {s approximately 8' from the floor. At a minimum, it is recommended that the debris be removed
and the area cleaned properly. Gross removal procedures are recommended. This appears to be a minimum
traffic area. '
l Bl bobbdddddd AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor-Ceiling AREA AVERAGE X ASBESTOS: 0% badbedeboddeddo bbb l
SAMPLE O8M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID  POT PL| COSTS CosTS COSTS
throughout 07-356132 0% jacoustical tile OMG 1000 sq.ft.
’ 07-356133 0%
07-356134 0%
f AREA COMMENTS { AREA # 06 TOTAL $0 $0 $0
I BUILDING # 01  TOTAL $3,208 $1,885 $5,093
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~ : ASBESTOS ASSES>.  SURVEY
H-K Building #: 02 Building Number: 02
pProject Number: 0980193E Building Neme: CORPORATE OFFICES
Project: G. HEIJLEMAN BREWERY "EM SEATTLE, WASHINGTON
Date Inspected: 03/29/89 : Building Type: OFFICES
Inspector: CURT BAXTER Year Constructed: 1935
I waawwssases  AREA NUMBER: O1 AREA DESCRIPTION: Subbasement AREA AVERAGE X ASBESTOS: 32% ] ]
SAMPLE O3 UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS CosTS CoSTS
E wall-SE ofc-adjacent to personnel ‘rec 00-356138 40X {pipe covering OMA 22 ft. 4 in. 0.D. LPS/R 22 Il $196 $123 $319
E wall-thru center-to air handling unit 00-356138 40X |pipe covering OMA 18 ft. 4 in, 0.D. LPS/R 22 111 $161 $100 $261
at north & south walls 01-356135 35X [mjp on non-suspect pipe cover OMA 24 2 in, 0.D. oW 22 111 $674 $375 $1,049
01-356136 30% 22 111
01-356137 35X 22 111
E wall-SE ofc-adjacent to personnel- rec 02-356139 25% |m]Jp on pipe covering OMA 5 4 in, 0.D. LPS/R 22 111 $140 $78 $218
€ wall-thru center-to air handling unit 02-356139 25X {m]p on pipe covering OMA 8 4 in. 0.D. LPS/R 22 111 $225 $125 $350
: 02-356140 25X 22 111
02-356141 30X 22 111
above air handling unit 03-356142 30X |mjp on non-suspect pipe cover OMA 2 8 in. 0.D. DR 22 111 $96 $57 $153
. 03-356143 35X 22 111 .
03-356144 30X 22 111
[ AREA COMMENTS ] ’ AREA # 01 TOTAL $1,492 $858 SZ,!Sﬂ

The materials are in good condition with minor contact and water damage, The materials are approximately 2'
to 6' from the floor. At a minimum, it is recommended that the materials be maintained and monitored after
necessary repairs have been made, If removal is planned, gross removal procedures are recommended. This
appears to be a low traffic area.

r RARRNARANAR AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 31X HRRANARRARARS _J
SAMPLE 0&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8 MATERTAL DESCRIPTION CODE  QUANTITY MEASURE "I POT PL COsTS COsTS COSTS
conference room landing-east wall 00-356145 35X |pipe covering OMA 10 ft. & in. 0.D, LPS/R .25 111 $89 $56 $145
public retations landing-secretary's ofc 00-356145 . 35X |pipe covering OHA 10 ft. 6 in. 0.D. LPS/R 25 111 $130 $81 $211
first aid room-east wall-center of wall 00-356145 35X |pipe covering : OMA . 8 ft. 4 in. 0.D. LPS/R 25 111 $71 $45 $116
safety office-personnel-east wall 00-356145 35X |pipe covering - OMA 18 ft. 4 in. 0.D. LPS/R 25 I11 $161 $100 - $261
public relations landing-secretary's ofc 00-356145 35X ipipe covering OMA 10 ft. 4 in. 0.0, LPS/R 25 111 $89 $56 $145
first aid room-east wall-center of wall 04-356330 20% |mjp on pipe covering OMA 3 4 in. 0.0, LPS/R 25 111 $84 $47 $131
safety office-personnel-east wall 06-356330 20X [mjp on pipe covering OMA 1 4 in. 0.D. LPS/R 25 111 $28 $16 $44
conference room landing-east wall 04-356330 20X {mjp on pipe covering OMA 24 in. 0.0D. LPS/R 25 111 $56 $31 87
064-356331 30X 25 111
04-356332 30% 25 111
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H-K Building #: 02
Project Number: 0980193¢
Project: G. HEILEMAN BREWERY "ME"
pate Inspected: 03/29/89
Inspector: CURT BAXTER

ASBESTOS ASSES.

URVEY

Building Number: 02
Building Meme: CORPORATE OFFICES

SEATTLE, WASHIKGTON

Building Type: OFFICES
Year Constructed: 1935

L 1 J
| area comenrs | | aren # 02 ToraL $708 sz 81,140]
The materials are in good condition with minor contact and water damage. The materials are approximately 2¢
to 10' from the floor. At a minfmum, it {s recommended that the materfals be maintained and monitored. 1If
removal {8 planned, gross removal procedures are recommended. This appears to be a high traffic area.
LAl bbbl il AREA NUMBER: 03 AREA DESCRIPTION: 1st Floor-Ceilings :  AREA AVERAGE X ASBESTOS: 0X ’ bbbl bbbl I
SAMPLE O3M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTIOR CODE  QUANTITY MEASURE ID POT PL| COSTS COSTS COSTS
testing room 05-356146  0X |acoustical tile OMG 90 sq.ft.
adninistrative assistant's office 05-356146 0X {acoustical tile OMG 100 sq.ft.
personne!l manager's office 05-356146  0X lacoustical tile OMG 160 sq.ft.
conference landing 05-356146 0% |acoustical tile OMG 80 sq.ft.
fist aid room 05-356146 0% [acoustical tile OMG 120 sq.ft.
personnel cffice . 05-356146 0X |acoustical tile OMG 160 sq.ft.
bran marketing manager's office 05-356146 0X |acoustical tile OMG 168 sq.ft.
public relations tanding-secretary's ofc 05-356146 0% |acoustical tile OMG 360 sq.ft.
safety office : 05-356146 0% |acoustical tile OMG 160 sq.ft.
05-356147 0%
05-356148 0%
conference room 06-356721 0% |drop or lay-in panel OMG 240 sq.ft. .
06-356722 - 0% :
04-356723 0%
r AREA COMMENTS 1 rAREA # 03 TOTAL $0 $0 sof
[ BUILDING # 02  TOTAL 52,200 51,290 33,490
Page 5 06/09/89
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